5'-6" (TRUSS TYPE)

3’-6" (SINGLE MEMBER)

PHOTO CONTROL
OR SHORTING CAP

(SEE SCHEDULE)
MAST ARM LENGTH

(SEE SCHEDULE)

18"

HANDHOLE \

7
7
y

POLE DATA

MATERIAL: STEEL

SECTION: TAPERED ROUND

FINISH: GALVANIZED STEEL

TAPER: 0.14' PER FT.

HANDHOLE: REINFORCED HANDHOLE WITH COVER, APPROX.
6" x 4", 90° CLOCKWISE FROM MAST ARM

GROUNDING LUG: 13 NC NUT WELDED TO INSIDE
SURFACE OF POLE OPPOSITE HANDHOLE

WIRING SUPPORT HOOK: REQUIRED

(SEE SCHEDULE)

MOUNTING HEIGHT

DISTANCE BEHIND CURB

L4

1" MAX. PROJECTION

EDGE OF TRAVELED ROADWAY

GROUND LINE

( OR BACK OF CURB

ST BaSE TYPE E— %
(SEE SCHEDULE)

EXAMPLE: SL - A - C -

STREET LIGHTING UNIT J

A - ANCHOR BASE

T - TRANSFORMER BASE

B - BREAKAWAY

C - CONCRETE FOUNDATION
EM - EMBEDDED

PI - POWER INSTALLED

S - ON STRUCTURE

SP - SPECIAL

W - WOOD

MOUNTING HEIGHT

ARM LENGTH & TYPE

6,8 OR 18 S - SINGLE
18,12 OR 15 T - TRUSS
(T+ IF TWIN ARM)
UPSWEEP

LAMP SIZE IN KILOWATTS

PC - PHOTO CELL

40 - 12T -3 -0.25 - PC

SC - SHORTING CAP J

BELL END

)
=N

BOLT CIRCLE AS REQUIRED

ANCHOR BOLTS PER POLE REQUIREMENTS

ATTACH GROUNDING CONDBUCTOR

TO POLE GROUNDING LUG

GROUND ROD

Yx 10'-8" MIN.

COPPER CLAD \\

A
ANCHOR BOLT iBELL =0
PROJECTION 2% 1" CHAMFER
| = 5
FINISHm W 2 /
RN :
2 SRARRA A SRR
PN G
PRRA QR 2
: N I 2
L A :
14" CONDUIT J i
FOR GROUND
1 ?:7 —_
\&— 15" CONDUIT
20 \
= \— 6-NO.6 BARS
—= \Z - 4-NB.4 BARS
R
37 MIN.
CONCRETE FOUNDATION
NOTES:

NARN ™ saseriate
@)

SLOT FOR 1" DIA.BOLT

FINISHED GRADE
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POWER INSTALLED

T

12" MIN.

ATTACH GROUNDING CONDUCTOR
TO POLE GROUNDING LUG

1’ CONDUIT FOR GROUND

GROUND ROD %4 x 10" MIN.
COPPER CLAD

1 Y%’ CONDUIT ELBOW

2Y5" x 18" CONDUIT ENTRANCE
(2 AT 180"

SHAFT
HELIX
PILOT

FOUNDATION

STREET LIGHT FOUNDATION DATA
FOUNDATION | MOUNTING HEIGHT A B STEEL CONCRETE
F2530 UP TO 30" 2'-@" | 5'-0" | 50 lb. | .58 CU. YDS.
F3540 31" T0 40’ 2'-@" | 5'-6" | 55 lb. | @.64 CU. YDS.
F4550 417 70 50° 2'-6" | 6-0" | 63 lb. | L.18 CU. YDS.

GALVANIZED 8"
MINIMUM }

FOUNDATION MUST BE INSTALLED PRIOR TO TRENCHING
AND WITHOUT PILOT HOLE.

FOUNDATION MUST BE INSTALLED WITH BASEPLATE
LEVEL AND FLUSH WITH FINISHED GRADE.

ANY DEVIATION FROM ABOVE INSTALLATION PROCEDURES
MUST BE APPROVED BY ENGINEER.

STREET LIGHT FOUNDATION DATA
MOUNTING HEIGHT A B C
Up TO 30’ 5-0" | 1'-6" 8"
31" TO 40’ 6-0" | 1'-6" 8"
41" 70 50’ 7-0" | 1'-8" 8"
FOUNDATION
SHAFT: ASTM A53 SCHEDULE 40, GRADE B.

ASTM ABP1 OR ASTM A252, GRADE 2.
BASE PLATE: ASTM A36
HELIX: ASTM A29
PILOT: ASTM 575

GALVANIZE FOUNDATION PER ASTM Al53 AFTER FABRICATION.

HARDWARE

CARRIAGE BOLTS: SAE J429 GRADE 5 GALVANIKED A153 CLASS C
HEAVY HEX NUTS: ASTM AS63 GRADE D OR DH GALVANIZED Al153
WASHERS: ASTM F436 GALVANIZED A153

CONCRETE CLASS "47-B”

REINFORCING STEEL: GRADE 60

ANCHOR BOLTS: 1" DIA. (AASHTO M314, GR.55)

HEAVY HEX GALVANIZED NUTS: (ARASHTO M291, GR A)
FLAT WASHERS GALVANIZED: (ARASHTO M293)

T

P

—/ ,
e
ANCHOR BOLT DETAIL

\\\\

APPROX. 3’

TRANSITION SLOPE SLOPE
APPROX. 5'

VARIES VARIES

FOUNDATION MUST
BE FLUSH WITH
FINISHED GRADE

TRANSITION SLOPE

NOTE: FILL 2’ RADIUS
AROUND POLE ON
DOWN SLOPE

¢

LIGHT POLES LOCATED ON SLOPE

STREET LIGHTING POLES

2-03 / CAW




